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ONE LINE CIRCUIT DIAGRAM
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AMPERE FUSE FOR 100 W HPS LAMP
AMPERE FUSE FOR 150 W HPS LAMP

2 1/C #6,1/C #6 GND & 11/C #14 TRACER WIRE

TOP PLATE OF METAL FOUNDATION

(TYP)

TRACER WIRE CONNECTED TO

GROUND LUG ON LIGHT POLE

(TYP)

BRANCH CIRCUIT BREAKERS

100 W HPS LAMP/ISO W HPS LAMP (TYP)

2-2 AMPERE FUSE FOR I00 W LAMP
2-3 AMPERE FUSE FOR 150 W LAMP
QUICK_DISCONNECT, 2 POLE
SIMULTANEOUSLY DISCONNECT

POLYETHYLENE DUCT i!/4" DIA WITH
/ ELECTRIC CABLE 600 V (XLP-TYPE USE)

NO. 6, 1-1/C NO. 6 GROUND AND
-1/C NO. 14 (GRAY) TRACER WIRE
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SPLICING

TYPICAL CABLE SPLICING AT POLE’S HANDHOLE
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Sunjoy — Inc.
Area Lighting

212 TIMBERCREST DRIVE
SCHAUMBLURG, ILLINOIS
60193-1572

MGHENRY COUNTY DIVISION OF TRANSPORTATION
CITY OF CRYSTAL LAKE
INTERSECTION OF GOLF COURSE ROAD
WITH ACKMAN ROAD
ONE LINE CIRCUIT DIAGRAM

LIGHTING CONTROLLER
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